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13mm PLASTERBOARD DIRECT FIXED TO BLOCK WALL.

190mm REINFORCED CORE FILLED CONCRETE BLOCK
WALL.  REFER TO ENGINEERS DETAILS.

WATERPROOF MEMBRANE / MOISTURE BARRIER,
SHOWN DASHED.

4mm ALUCOBOND ALUMINIUM COMPOSITE CLADDING
PANELS.  REFER TO ELEVATIONS FOR PANEL GRID
SIZES AND COLOUR.

SEALANT OR GASKET.  ALLOW A MINIMUM 5mm DEPTH
FROM SEALANT TO OUTER MOST SURFACE OF THE
ALUCOBOND PANELLING.  AVOID FLUSH SEALANT
FINISHES.

20x20mm ALUMINIUM BRACKETS.

ISOLATION TAPE UNDER ALUMINIUM BRACKETS.  MAY
NOT BE USED DEPENDING ON MANUFACTURERS
RECOMMENDATIONS.

NOTE:
THE FIXED CASSETTE SYSTEM IS WHAT HAS BEEN
DETAILED HERE.  A SIMILAR SYSTEM MAYBE USED IF
CONSIDERED TO HAVE A MORE SUCCESSFUL
INSTALLATION AS LONG AS A SEALANT IS USED
BETWEEN PANELS AS DETAILED.  EITHER WAY, THE
ALUCOBOND COMPOSITE PANELS MUST BE INSTALLED
TO MANUFACTURERS REQUIRMENTS INCLUDING FIXING
METHOD.

4mm ALUCOBOND ALUMINIUM COMPOSITE CLADDING
PANELS.  REFER TO ELEVATIONS FOR PANEL GRID
SIZES AND COLOUR.

20x20mm ALUMINIUM BRACKETS.

20x20mm ALUMINIUM BRACKETS.

SELF TAPPING SCREWS OR RIVETS.

NEW RAMP LANDING WITH 300x300mm
NON-SLIP TILES.  REFER TO SPEC.

NEW TACTILE INDICATORS.  REFER TO
SPEC.

EXISTING LOCATION OF INSPECTION PIT
WITH STEEL LID.  REPLACE STEEL LID WITH
A FIBRE CEMENT SHEET TRAFFICABLE LID
WITH TILES TO MATCH RAMP, PROVIDE
HANDLE GRAB POINTS AS NECESSARY.
NEW LID TILED SURFACE TO BE FLUSH WITH
RAMP LANDING TILES TO AVOID ANY TRIP
HAZARDS.  PROVIDE TACTILE INDICATORS
ON LID TILES AS SHOWN.

SHADED/HATCHED AREA OF INSPECTION PIT
OVERLAPS INTO AND UNDER UPPER RAMP
LANDING.  THIS AREA WILL NEED TO BE
MODIFIED SLIGHTLY ON SITE DURING
CONSTRUCTION OF RAMP.  CONCIDERING
THE STRUCTURE NEEDED FOR THE RAMP,
DETERMINE WETHER THE INSPECTION PIT
CAN BE SHORTENED ENOUGH TO CLEAR
RAMP STRUCTURE.

STEEL HANDRAILS.

EXISTING WHITE RAMP UPSTAND FOR
HANDRAIL.

EXISTING BRICK BOUNDARY FENCE.

VERTICAL SURFACE BETWEEN LOWER
AND HIGHER RAMP LANDING.

LOWER
LANDING

UPPER
LANDING

EXTERNAL WALL DETAIL - TYPICAL
SCALE 1:2
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ISSUED FOR CONSTRUCTION JB26-05-11C1 HM
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AMENDMENTS : AS CLOUDED JB17-06-11C2 HM
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